Abstract-In hot summer and cold winter zone of China, the intermittent and compartmental heating method of air conditioning is widely adopted. The intermittent heating method makes the heat storage in walls become the main way for heat dissipation. The compartmental heating method results in a large amount of heat loss not only in exterior walls, but also in interior walls. Based on this heating method, a series of experiments were conducted in Shaoxing, a typical city in the hot summer and cold winter zone. The results showed that, internal insulating method for exterior wall could save more energy than external insulating method by reducing the wall heat storage amount. Besides, both the exterior walls and interior walls should be insulated as the heat loss in interior walls accounts for a large proportion of the total heating load and whether the adjacent room heating or not has little effect on reducing it.
I. INTRODUCTION
Building energy efficiency is an important national strategy for China and insulation for building envelope is one of the most effective ways to achieve building energy efficiency [1] - [6] . During the last two decades, a substantial amount of research work has been carried out in the area of the dynamic thermal characteristic of wall and its influence on building energy consumption. Previous extensive research was mostly based on the method of continuous energy consuming in the whole building. In the hot summer and cold winter zone of China, there widely exists the intermittent and compartmental characteristic in residential building when heating in winter. The intermittent heating method makes the heat storage in walls become the main way for heat dissipation. The compartmental heating method results in a large amount of heat loss not only in exterior walls, but also in interior walls. With this heating method, the energy saving effect of different wall insulation configurations are still unclear currently. The energy saving measures in this region, to a large extent, are copied from the northern cold area where buildings served by air conditioner with full time in the whole space and widely adopt exterior wall external insulation system. However, the energy saving rate was far below expectation after the system being generalized in the hot summer and cold winter zone [7] .
The influences on air conditioning (A/C) load of continuous and intermittent heating methods are different with each other. Exterior wall external insulation can significantly reduce A/C load with continuous heating method [8] , [9] . The intermittent heating method results in the wall continuous exchanging heat with outdoor environment. As the amount of heat storage in building envelope is much larger than that of air, the energy saving effect of internal insulation will be better than external insulation with this heating method [10] . There were some researches also showed that with the intermittent cooling method, exterior wall external insulation may increase building cooling load. Pan group [11] studied the energy saving effect of exterior wall external insulation in three different climate regions (Beijing, Shanghai and Guangzhou) of China. Results showed that the energy saving effect of exterior insulation was the best in Beijing where heating load was the main part of annual A/C load. While in Guangzhou, there was obvious anti-insulation behavior for exterior insulation. In Shanghai, the critical thickness of exterior insulation for energy saving was 26 mm. The explanation can be summarized as follows. After heated by the solar radiation in the daytime, the wall reached a relatively high temperature in summer. When intermittent cooling in the night, the wall temperature will higher than the indoor and outdoor air. Under this condition, if exterior walls were external insulated, the heat dissipating to indoor side would be much more than outdoor side and the A/C cooling load would be raised. Specific experiments are still lacking to validate this conclusion.
When A/C system was operating in the whole building, the temperature of each room was basically identical with each other and the heat transfer through partitions was small. While with the compartmental energy consuming method, a large amount of heat transfer would not only exists in exterior walls, but also exists in interior walls. In extreme operation case, the heat loss through partitions accounts for about 70% of the total energy consumption [12] . Therefore, with the compartmental energy consuming method, the effect on reducing the total energy consumption would not obvious if partitions were uninsulated. Moreover, the most economical insulation layer thickness on partitions needs economic analysis and engineering practice to verify.
Due to the intermittent and compartmental heating method for residential buildings in hot summer and cold winter zone, 
II. METHODOLOGY
If we can figure out the heat loss way in buildings with the intermittent and compartmental A/C served in winter, the different energy saving performance for different wall insulation configurations could be explained. Take one single room as the analyzing unit, the heat gain ways are as follows [10] : from the A/C system or heater (Q 1 ), from the solar radiation (Q 2 ), released from human body and equipment such as lamps (Q 3 ). The heat loss ways are mainly as follows: thermal storage for building envelope (Q 4 ), transfer to outer space through building envelope (Q 5 ), absorbed by the indoor air (Q 6 ), through the infiltration (Q 7 ).
The heat balance equation is:
The Q3 can be left out in the experiment. So will be the Q2 if heating at night, then (1) will be:
As building envelope includes wall, ceiling, floor, window and door, we have:
The Q 1 , Q 4 , Q 5 , Q 6 and Q 7 can be given by:
where W is the A/C load (kWh) and COP stands for the A/C system heating energy efficiency ratio (the value in this experiment was 2.6). 
where n is the heating hours (h), A is the area of building envelope (m 2 ), q m stands for the average heat flow density of the inner surface of wall at the m minute which can be calculated by:
where T 1 is the average temperature of the inner surface of wall at the m minute, T in is the average temperature of indoor air at the m minute and h in stands for the heat transfer coefficient of interior surface (the value in this experiment was 8.7 [13] ).
where c is the specific heat of building envelope (J· kg
 is the density of building envelope(kg·m 
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where in T is the average temperature of indoor air during the heating time (K), T in0 is the initial temperature of indoor air
T is the temperature of outdoor air (K), c air stands for the specific heat of air (take 1004 J· kg
 is the density of air (take 1.29 kg· m -3 ). E stands for the actual room ventilation rate (h -1 ), which can be measured by the tracer gas method (CO 2 was chosen in this experiment) [14] . It can be calculated by:
where c 1 is the initial content of CO 2 in the room (%), c 2 is the content of CO 2 in the room after 1 hour (%), c a is the content of CO 2 in the outdoor air (take 0.04%), 2.30257 is the reduction coefficient between common logarithm (lg) and natural logarithm (ln).
III. EXPERIMENT APPROACH

A. The Experimental House and A/C Operation Scheme
The hot summer and cold winter zone locates at the center of China. The average temperature of the hottest and coldest month are 25-30 °C and 2-7 °C respectively, which are about 2 °C higher and 8 °C lower than the same latitude in the world [15] .
The experimental house was a five-story residential building located in Shaoxing, Zhejiang province. Three adjacent rooms (2F, 3F, 4F) at the southeast corner of the house have been executed a typical intermittent heating schedule at the same time. Among the three rooms, exterior walls of the room at the second floor were external insulated (EXT). Those at the fourth floor were internal insulated (INT), while those at the third floor were with no insulation (NI). Fig.1 shows the typical floor plan of the house in which the shaded area indicates the experiment room (room A and room B) of each floor. The exterior walls of room A are south and east walls while the interior walls are north and west walls. The window wall ratio is 0.33. Thermal parameters of the building envelope are shown in Table I .
All the rooms were used as bedrooms and the time of daily heating was from 22:00 to 6:00 in the next day. Two operation schemes were considered and each operation phase lasted two weeks to cover different weather conditions as much as possible. In phase 1, only room A in each floor was served by a wall-type separate air-conditioner with a set temperature of 26°C. In phase 2, both room A and room B in each floor were A/C served, which means that there was room heating next to the west wall of room A. When A/C was off, windows were opened and the indoor air temperature was able to float to its balanced condition with the outdoor environment. 
B. Measuring Instruments
The indoor and outdoor air temperature, the inner and outer surface temperature of building envelope, the central point temperature of walls and the interface temperature between wall and insulating layer were recorded in the Agilent 34970A data acquisition unit at an interval of 1 minute. Fig.2 shows the number and position of the temperature measuring points in walls. Platinum resistance temperature sensor with tolerance of 0.3 °C was used for temperature measurements. The total energy consumption of the air-conditioner was recorded by S350 type electric meters. The room ventilation rate during heating are measured according to formula (6) and the dissipation progress of CO 2 are recorded by the EZY-1 type CO 2 recording meter.
IV. RESULTS AND DISCUSSION
A. Energy Saving Effect of Wall Insulation
According to formula (2)-(10), the daily total heat loss and its distribution in room A with different wall insulation configurations in the two phases were calculated and shown in Fig.3 . The broken line indicates the average daily heating amount offered by A/C according to formula (4) , in which the total energy consumption of the air-conditioner was recorded by S350 type electric meters. The small difference between recorded value from the electric meters and the integrated value (daily total heat loss) demonstrates the accuracy of the calculation method. The simplified measuring method of using one point temperature to represent the average wall temperature may be the main reason for the deviation. As is shown in Fig. 3 , infiltration accounted for the least amount of total heat loss (8.3%~12.3%) under the condition of intermittent heating. Most part of heat provided by A/C was consumed for the heat storage of building envelope and the heat transfer through building envelope. The percentage of daily heat loss through the exterior walls (the east and south walls) with different insulation configurations changed the most (21.0%~29.2%) and it was the main reason for the difference in total heating load. Comparing with NI room, INT reduced heating load by 21.3% in phase1 and 20.2% in phase 2, EXT reduced heating load by 10.1% in phase1 and 8.4% in phase 2.
The daily heating loads in phase 2 were larger than phase 1. It was probably caused by the difference of weather in the two phases. Room A and room B shared one interior wall (west wall for room A). The percentage of daily heat loss through the west wall is only a little larger than the north wall in phase 1. The situation has reversed in phase 2 but changed not too much. Whether the next room (room B) heating or not has little effect on reducing the percentage of heat loss through the west wall and the daily total heating load of room A. The percentage of daily heat loss through partitions (the west and north walls) was the most (42.42%~47.34%). With the intermittent and compartmental heating method, the total heating load and the heat loss through partitions will significantly decrease if the partitions of residential buildings were internal insulated.
B. The Influence of the Intermittent Heating Method
To figure out the reason of different energy saving performance for different wall insulation configurations, the temperature of measuring points in the south wall of room A at each floor on one typical day in phase 1 are shown in Fig. 4  (a) (b) (c) . T in indicates the indoor air temperature and T out indicates the outdoor air temperature. T 1 -T 4 indicates the temperature of measuring points imbedded in walls, of which the positions are shown in Fig. 2 . It is shown in Fig.4 that the temperature of the internal surface of wall fluctuated with the indoor air. The temperature gradually dropped down from inside to outside during heating period and the direction of heat flow was simply from inside to outside. In Fig. 4 (a) (b) (c), the shaded part indicates the temperature difference between the inner surface of wall and the indoor air. The bigger the area of the shaded part during heating time was, the larger the heat loss in walls, according to formula (5) (6).
It can be calculated with formula (7) (8) (9) that: in the whole heating period, the heat storage of walls with different insulation configurations were different and the average value was 59862.0kJ. The heat storage of indoor air in different floors was similar and the average value was 2060.5kJ. The wall heat storage was 29 times of the indoor air. The process of heat accumulation in building envelope would repeat with the intermittent heating method and it became the main factor of influencing the energy saving performance of different wall insulation configurations.
Taking the average temperature of wall (regardless of the insulation layer) in Fig. 4 (a) (b) (c) as the indicator, the wall heat storage with INT method was the lowest compared with the EXT and NI method. The process of heat accumulation in walls has mainly completed when the air condition stopped heating for the first time, because the rising speed of wall temperature markedly slowed down after the continuous heating period. The duration of this period was 130 min for NI room, 105 min for EXT room (reduced by nearly 20%) and 55 min for INT room (reduced by nearly 60%). Therefore, heat storage in building envelope is the main influence on the energy saving performance of different wall insulation configurations under the intermittent heating condition. Generally speaking, the energy saving effect was greatly effect by A/C operation mode. Yan [16] investigated a residential building in Shanghai and found out that the energy saving effect of external insulation is remarkable under the continuous heating method, and in the actual way of intermittent energy next few energy. Ruan [17] established a two-dimensional heat transfer model and results showed that there existed anti-insulation behavior for external insulation with intermittent energy consuming mode in hot summer and cold winter region. Reference [18] also showed that the tolerate temperature greatly affected the wall insulation effect. 
C. The Influence of the Compartmental Heating Method
As referred in Fig. 3 , whether the adjacent room (room B) heating or not have little effect on reducing the percentage of heat loss in the west wall and the daily heating load of room A. This conclusion can be explained by Fig. 5 (a) (b) . Fig. 5 (a) shows the temperature of measuring points in the west wall of NI room on the same day in phase 1 with Fig. 4  (b) . During the heating period, the heat flow in the west wall was in one direction as the temperature gradually dropped down from room A to room B. At the end of heating time, the process of heat accumulation for the west wall generally completed and the heat transfer became the mainly approach for heat loss. Fig. 5 (b) shows the temperature of measuring points in the west wall of NI room on one typical day in phase 2. Due to the adjacent room was heating at the same time, the center temperature of the west wall was lower than both sides and the heat flow was from two sides of wall to the center. At the end of heating time, the center temperature of the west wall was still the lowest. It indicates that the west wall was unable to complete the process of heat accumulation in the typical intermittent heating period (8h) even if the adjacent room was heating at the same time. In reference [12] , the heat loss through partitions accounts for about 70% of the total energy consumption in extreme operation case. Reference [18] also showed the heat loss through partitions is enormous and unit design is needed.
As the percentage of daily heat loss of partitions (the west and north wall) was the most (42.42%~47.34%) with the intermittent and compartmental heating method, the total heating load and the heat loss of partitions would significantly decrease if the partitions were internal insulated. 
V. CONCLUSION
Based on the intermittent and compartmental heating method, a series of experiments were conducted in a typical city in the hot summer and cold winter zone to figure out the energy saving performance of different wall insulation configurations. The results showed as follows:
With the intermittent heating method, the wall heat storage was 29 times of the indoor air heat storage and it became the main influence on the wall insulation effect. Internal insulation would greatly reduce the heat storage in wall and decrease more heating load compare with external insulation.
With the intermittent and compartmental heating method, the percentage of daily heat loss in partitions was the most. Whether the adjacent room heating or not have little effect on reducing the percentage of heat loss in partitions and the total heating load. Interior wall was unable to complete the process of heat accumulation in the typical intermittent heating period (8h) even if the adjacent room was heating at the same time. The total heating load and the heat loss in partitions will significantly decrease if the partitions were internal insulated.
Limited by time, it was unable to cover the whole heating period. Besides, heat from human body and equipment like lamp was left out as these were not the main factors that influence the conclusion.
